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އރިޝުދާު ބީލމަާ ބހެޭ   

 ތަޢރާފަް  .1

ރއާޖްގޭެ ރށަްތަކށަް ކރުމިަތވިފެއަިވާ ކުނމިެނޖޭް ކުރމުގުެ މއަސްަލއަށަް  ،ސފާު ރއާޖްެ އނިީޝއިޓޭވިގްެ ދށަުންމި މަޝްރއޫއުަކީ 

 ކނުި މެނޖޭުކރުާ ނ.މާފަރުގއަި  ޙއަްލު ހދޯއަިދިނމުށަް އެހތީރެިވމުށަް މި މިނސިްޓރްނީް ކުރއަްވމަނުް ގނެދްވަާ މސައަްކތަގުެ ތެރއެިން،

 ޤއާމިކުުރމުެވެ.މަރުކޒަު 

ނޑތުއަް .2  ބލީނަްތއަް އަގު ވޒަނަކްރުމުގުއަި ބލަނާެ މނިގްަ

.ކަތަށް ހުށަހޅަާ ބީލނަތްއަް އިވެލއުޓޭކްުރމުުގއަި މރާކސްް ދވެނޭީ ތރިގީއަި ބަޔާނކްރުވެފިއަވިާ ގތޮގުެ މަތިންނެވެއްސަމމިަ  

 50% –އގަު  •

 

  30% -މސައަކްތަގުެ ތޖަުރބިާ  •

i.  ާ30( މަސައްކތަްކށޯފްައިވ%( 

 އހަަރު ދުވހަު ކށޮފްައިވާ މަސައްކތަތްަކށަް އެކނަްޏެވެ.  5އިވލެުއޝޭނަްގަ  ބލެެވނޭީ ވތޭުވެދިޔަ  -

 އނިްސައތްައެވެ.  15އިވލެުއޝޭނަްގައި މިކަމާއި ގުޅނުހްުރި މަސައްކތަތްަކށަް ދނިުމށަް ހަމަޖހެފިައިވނަީ  -

 15ޖހެފިައިވަނީ މަސައްކތަތްަކށަް ދނިުމށަް ހަމައިވލެުއޝޭނަްގައި ޖުމލްަކށޮް ކށޮފްައިވާ އނާްމު  -

 އނިްސައތްައެވެ.

ނޑަކީ، މިކަމާއި ގޅުޭ މަސައް - ކތަު ތަޖުރބިާ ހުރި މނިްވަރު އިވލެުއޓޭްކުރުމުގައި ބލެެވނޭެ މނިްގަ

މަސައްކތަތްަކށަްވެސް އދަި އނާްމުކށޮް ކށޮފްައިވާ މަސައްކތަތްަކށަްވެސް ކނޮްމެ މަސައްކތަކަށަްވސެް 

 އނިްސައތްަ).  03ޕޮއނިޓްެވެ ( 03ފައިވާ ލިޔނުް ފުރހިަމަ ކަމުގައިވނާަމަ، ހށުހަަޅާ

 

  (%20)ލތަު ހރުި މނިވްރަު ނގީެ މލާީ ޙާ ކނުފްު  •

 03ރ (އެއްމލިިޔނަް) ދިވހެި ރފުޔިާ އށަްވރުެ މތަީގެ -/1,000,000އހަަރގުެ ތެރގޭއަި  02ވތޭުވދެިޔަ  -

ބަޔށަް  (މަސައްކތަް ނނިްމި ކަމުގެ ލިޔނުް) ހށުހަަޅފާައިވނާަމަ މިޕްރޮޖެކޓްް ހނިްގފާައިވާ ކަމުގެ ލިޔނުް 

 ފުރހިަމަޔށަް ލބިނޭެއެވެ. ނުވަތަ، %20ހަމަޖހެފިައިވާ 

ރ 1,000,000ރ (ހތަަރު ލައްކަ) ދިވހެި ރފުޔިާ އާއި 400,000އހަަރގުެ ތެރޭގައި  02ވތޭުވދެިޔާ  -

މސައަްކތަް ކށޮފްައިވާކަމށަް ލިޔނުް (މަސައްކތަް ނނިްމި ކަމުގެ  06(އެއްމލިިޔނަް) ދިވހެި ރފުިޔާއއާި ދެމދެުގެ 

ނޑައަޅުއްވފާައިވާ ލިޔނުް) ހށުހަަޅފާައިވނާަމަވެސް   ފުރހިަމަޔށަް ލބިނޭެއެވެ.  %20މި ބަޔށަް ކަ

(ހތަަރު ލައްކަ) އށަް ވުރެ ދށަުގެ  ރ400,000 ލތަު ބަޔނާްކުރުމށަް ހުށަހަޅާ ލިޔނުތްަކުގެ ތެރިއިން މލާީ ޙާ -

   އދަދަަކށަް ކށޮފްައިވާ މަސައްކތަތްށަް މބިައިގެ އިވލެުއޝޭނަްގައި ނުބލެެވނޭެއެވެ.  
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 : ނޯޓް

ލާތު ހުރި މިނވްރަު ހމާަކށޮދްިނމުަށް ހށުހަޅަާ ލިޔމުަކީ، މސައަްކތަް ތު ތޖަުރބިާ ހުރި މނިވްރަު ހމާަކުރމުުގއަި އަދި މލާީ ޙާމސައަްކަ •

 ކޮށްފއަވިާ ތރާޙީް، މސައަްކަތގުެ ޖމުްލަ އަގު އދަި މސައަްކތަގުެ ބވާަތް ހމާަވާން ޖެހޭ ލިޔމުަކށަް ވނާޖްެހޭނއެވެެ. 

 .ފރަާތކެވެެ ލބިޭ މރަކސްް މަތިން އެނމްެ އވިެލއުޝޭަނއްނިް ހވޮޭނީ މސައަްކަތަށް •

 

 ހުށއަަޅާ ބލީމައާއިކެު ހުށއަޅަނަްޖހެޭ ތކަތެި  .3

 .ކުންފނުޏްއެްނމަަ، ކނުފްނުގީެ ރޖަސިްޓްރގީެ ކޕޮީ •

 ޖީ.އސެް.ޓީ ރޖަސިޓްރްޝޭަން ކޕޮީ. އަށް ރޖަސިްޓްރީ ކށޮފްއަިވާ ފރަާތތްކަގުެ ޖީ.އސެް.ޓީ •

ކުންފނުޏްއެގްެ ގތޮގުއަި ރޖަސިޓްރަީ މިނސިްޓްރީ އފޮް ހއަސުިނގް އނެޑްް އިންފްރސާޓްރްކަޗްރަގއަި ކނޮސްްޓްރކަޝްނަް  •

  .ވެފއަި ވާ ކމަުގެ ލިޔނުް 

ލޔިމުއެް (މޯލޑްިވސްް އިންލެނޑްް ރވެނިއިު އޮތޯރިޓީ) ދއަުލަތަށް ދއަްކަނޖްހެޭ އއެްވސެް ފއަސިާ އއެް ނެތްކަން ހމާަކށޮދްޭ  •

 އިން ހޯދމުށަފްަހު. 

  

 

 ހުށހަެޅުން  އނަދްާސީ ހސިބާުޕރްބީޑިް ބއަދްލަވުނުް އަދި ބލީމައާި ގުޅޭ  .4

 ގއަި  0011:ދވުހަގުެ ހނެދުނު  އާދއީްތަވާ  2017 ޖލުއަި 30ނީ މމިަޝްރއޫުގެ ޕްރީ ބޑިް ބއަްދލަވުނުް އޮންނާ •

  ގއަވެެ. މިނސިްޓްރީ އޮފް އނެވްަޔރަނަމްަނޓްް އެނޑްް އެނާރޖީ

މިނސިޓްްރީ އފޮް   ގއަި 03:11ދުވހަގުެ ހނެދނުު  ބދުަ ވާ  2017 އޮގސަޓްް  09ޖެހިފއަވިަނީ ބޑިު ހޅުުވމުށަް ހމަަ •

ހުށަހޅައުވްާ ފރަތާތްކަގުތެރެއެިން މި  މސައަްކަތަށް އނަދްސާހީސިބާުއި ގަންވަޔަރަނމްނަޓްް އެނޑްް އނެރާޖީއެ

 ޖަލސްާގއަި ބއަވިރެވިވެޑައަިނންވަާ ބފޭޅުުންގެ ހޒާރިގުއަެވެ.

 

 ބލީމައާި ގުޅޭ އިތރުު މޢަލުމޫތާު  .5

ތަށް ބލީނަްހުށައަޅުއްވނަް ވަޑައިގަންނަވނަް ހަމަޖހެފިައިވާ ދުވހަުގެ ހަމަޖހެފިައިވާ ގަޑީގެ ފހަުން ހުށައަޅާ  ބލީނަް •

 ބލަައެއް ނުގނަެވނޭެއެވެ. 

 ދުވހަުގެ ވލެިޑޓިީއެއް ދނޭްވނާެއެވެ. 90ތަކށަް މދަުވެގެން  ބލީނަްހށުައަޅާ  •

އތްަޔށަް ވާ އދަދަުގެ އެޑްވނާްސް ޕޭމނަޓްކަށަް އދެެވދިނާެއެވެ، އނިްސަ 15މަސައްކތަް ފށެުމށަޓްަކައި ކނޮްޓްރެކޓްަރށަް  •

ނޑތުަކށަް ބލަައިގެނންެވެ.   އެޑްވނާްސް ޕޭމނަޓްް ރައދްުކށޮދްެވނޭީ މލާިޔައތްު ޤާވދާުގައިވާ ގތޮށަް އޭގެ މނިްގަ

ސދްުވހަުގެ މުއދްތަަކށަް މަ  (ހައެއް) 6(ފހަެއް) އނިްސައތްަޔށަް ވާ ފައިސާ ރޓިނެޝްނަްގެ ގތޮުގައި  5މުޅި މަސައްކތަުގެ  •

 ހފިހެެއޓްނޭެއެވެ. 
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 ތިރީގައިވާ ތާވލަްގައި އެވނަީއެވ؛ެ  ބލީަމާއި ގުޅޭ އތިުރު މޢަލުޫމތާު އޮޅނުފްލިުވުމށަް ގުޅނަްވީ ފަރތާްތަށް •

 ގޅުނަވްީ ނނަބްރަު  ޅނަވްީ ފރަތާް ގު  މޢަލުމޫތާގުެ ބވާތަް 

 3018341 ޕްރޮކިޔމުަންޓް ޔުނޓިް / އމެް.އީ.އީ ޕްރޮކިޔމުަނޓްގްެ މޢަލުމޫާތއެް ސފާކުރުމުަށް

ވސެްޓް މެނޖޭމްަނޓްް އެނޑްް ޕްލޔިޝުަން ކޮނޓްރްޯލް  މސައަްކަތއާި ގޅުޭ ޓކެންކިލަް މަޢލުމޫާތއެް ސާފުކުރމުށަް 

 ޑޕިަރޓމްަންޓް / އމެް.އީ.އީ

3018433 

ބހެޭ  )(ނ.މާފރަު މސައަްކަތް ކުރމުށަް ހމަޖަެހިފއަވިާ ސއަިޓއާި 

 މަޢުލމޫާތއެް ސފާކުުރމުށަް 

 9877547 ކއަުނސްލިގްެ ފކޯލަް ޕއޮިނޓްް ނ.މާފަރު 

 

 ބލީމައާި ގުޅޭ އިތރުު މޢަލުމޫތާު  .6

 މަސައްކތަް ކުރނަް ޖހެޭ ބިމުގައި ކނުްޔެއް ނހުނުންނާެއެވެ. .7

 މހިާރު ކނުި އަޅަމނުދްނަީ މަސައްކތަް ކުރނަް ޖހެޭ ސަރަޙައދްު ކއަިރިއށަެވެ. .8

 ދެވނޭެ މަގެއް އނޮންނާެއެވެ. ކުރނަް ޖހެޭ ސރަޙައަދްށަްއްކތަް މަސަ .9

 މަސައްކތަް ކުރނަްވާ ސައޓިުގައި ކަރނަޓްު އދަި ފނެުގެ ޙދިުމތަް ލބިޭކށަް ނހުުންނނާެއެވެ. .10

އަކަ މލިިމީޓަރުގެ ފުޅާމނިގުެ  25ކނުި މނެޭޖުކުރާ މަރުކަޒށަް ކަރނަޓްލުުމުގެ މަސައްކތަް ކުރުމށަް ހަމަޖހެފިައިވނަީ  .11

 ނންެވެ.ކބޭލަު

  އެޑްވނާްސް ޕޭމނަޓްް ފައިސާ ލބިނޭީ މނިިސޓްްރީ އފޮް ފނިނޭްސް އނެްޑް ޓްރެޜަރީގެ ހުއދްައާއި އކެުއެވެ. .12

 ކނޮމްހެނެް ފރުހިމަަ ކރުނަޖްހެނޭއެވެެ. 4އދަި  3، 2، 1*މި ބލީނަް ފތޮގުއަވިާ ފމޯް 
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ލް ކނޮޓްރްކެޓްރަގުެ ޕރްޕޮސޯަ: 1ފމޯް   

  

ބލީނަް ހުށހަަޅާ ފަރތާުގެ ފުރިހަމަ ނނަް: (ކނުްފުންޏެއް ނަމަ މނިިސޓްްރީ  

އފޮް އިކނޮޮމިކް ޑިވލޮޮޕްމނަްޓްގައި ކނުފްނުި ރެޖިސޓްްރީ ކުރެވފިައވިާ 

 ގތޮށަް) 

 އައި.ޑީ ކާޑް ނނަބްަރު/ކނުފްނުީގެ ރެޖިސޓްްރޝޭނަް ނނަބްަރު  

 

ނޑަކީ/މިކނުފްނުްޏަކީ މބިލީަމުގައި ބަޔނަްކށޮފްައިވާ ބާވތަުގެ މަސައްކތަްކުރާ މހީަކީމެވެ/ކނުފްނުްޏެކެވެ.  .1  އަޅުގަ

  

ނޑު/ކނުފްނުި ހަރަކތާތްެރިވތާާ  ......... އހަަރު  .2 ކނޮްސޓްްރަކޝްނަް މަސައްކތަް ކުރާ ބައެއްގެ ގތޮުގައި އަޅުގަ

 ވެއްޖެއެވެ.

 

 ބަޔނާްކުރެވފިައިވާ މަސައްކތަތްައް ކުރުމށަް ތިރީގައި ބަޔނާްކުރެވފިައިވާ މހީނުް ފޯރުކޮށްދެވނޭެއެވެ.ބލީަމުގައި  .3

 ސްޕަރވައިޒރަ

 އނިްޖނިިއަރުން 

 ވލެްޑަރނުް

 ރނާާ މހީނުް

 ވަޑނިް

 މަސައްކތަު މހީނުް (އހެތީެރނިް)

 

 ޖައްސވަށާެވެ. ) ( އެ މަސައްކތަަކާއި ގުޅޭ ގޮޅގީއަި ރނަގަޅު ފހާަގަ 
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 މސައަްކތަުގެ ތވާލަް  :2ފމޯް 

  މުއދްތަު:މަސައްކތަް މުޅނިް ނނިްމުމށަް ހށުހަަޅާ 

 ނޯޓް: ތވާލަގްއަި ވގަުތު ހމިަނާނީ ބލީމަުގއަި ހމިނެފިއަިވާ މސައަކްތަްތކަށަް އެކނަޏްެވެ.

 ފށެޭ ތާރީޙް ނނިްމާ ތާރީޙް

މުއދްތަު  ހފަްތާ 

 (ދުވަސް)
 މަސައްކތަތްައް

10 9 8 7 6 5 4 3 2 1 

 ސައޓިް ސފާު ކުރނުް              

 ތަކތެި ހދޯުން              

 ކނޮުމުގެ މަސައްކތަް             

 ކނޮްކްރޓީް މަސައްކތަް             

 ރނޭުމުގެ މަސައްކތަް             

 ސިމނެތްި ޖހެުމުގެ މަސައްކތަް             

 ކލުަ ލުމާއި ދަވދާލުުމުގެ މަސައްކތަް             

 ފުރާޅު މަސައްކތަް              

ނޑުގެ މަސައްކތަް               ދަގަ

 ކަރނަޓްުގެ މަސައްކތަް             

 ފނެްވައިރނިްގ މަސައްކތަް             

 ދޮރތުށަް ހދެުމާއި ހަރުކުރނުް             
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 ގެ އގަު ތުމސައަްކަ :3ފމޯް 

CONSTRUCTION OF WASTE MANAGEMENT CENTRE AT N. MAAFARU 
Bill of Quantities 

      
No Item Unit Quantity Rate Amount 
1 Preliminaries         

1.1 Mobilization to site LS 1     

1.2 Site management cost including set up of temporary 
services for contractor's services as maybe necessary LS 1     

1.3 Setup sign boards on site  LS 1     
1.4 Clean up site upon completion of works LS 1     
1.5 Demobilization LS 1     

            
2 Site Clearance         

2.1 Allow for any remaining site clearance LS 1     

            
3 Earth works         
  Allow for all excavation work for foundations as follows         

3.1 Collection bay foundation m3 5.23     
3.2 Perimeter wall m3 6.13     
3.4 Flood light pole m3 0.13     
3.5 Ground levelling works for ground slab works m2 357.61     
3.6 Leachate collection tank m3 6.00     
3.7 Setting up a ground water well in the location shown LS 1     

            
4 Concrete works         
  Collection Bay Area         

4.1 

Provide 100mm concrete floor screed for collection 
bay area according to the slope shown in drawing with 
a drain at the Sorting Area. Reinforcement for the slab 
shall be R6@150 BW single layer 

m3 11.76     

4.2 
Wall Footing of Collection Bay Area walls cast 

according to drawing. Reinforcement shall be as shown 
on drawing 

m3 3.28     

4.3 
Middle Beams of Collection Bay Area walls cast 

according to drawing. Reinforcement shall be as shown 
on drawing. 

m3 0.98     

4.4 Lintel for Collection Bay Area walls cast according to 
drawing. Reinforcement shall be as shown on drawing. m3 0.98     
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4.5 
Columns for Collection Bay Area walls cast according 

to drawing. Reinforcement shall be as shown on 
drawing. 

m3 1.45     

4.6 Concrete column for sorting area platform cast 
according to drawing. m3 0.612     

4.7 
Provide 150mm thick reinforced concrete slab for 

sorting area platform cast according to drawing. 
Reinforcements shall be as shown on drawing. 

m3 1.2     

  Compost Slab         

4.8 
Compost slab panels cast according to the slopes 

shown on drawing. Reinforcement shall be as shown on 
drawings. 

m3 12.00     

4.9 B1 beams of compost slab cast according to drawing. 
Reinforcement shall be as shown on drawing. m3 1.99     

4.10 B2 beams of compost slab cast according to drawing. 
Reinforcement shall be as shown on drawing. m3 0.64     

4.11 

B3 beams of compost slab with a mortar layer at an 
adequate slope, cast according to drawing. 
Reinforcement shall be as shown on drawing. Rate shall 
include reinforcement work, formwork, casting and 
mortar works. 

m3 1.35     

4.12 
Provide 100mm concrete floor screed for composting 

area. Reinforcement for the slab shall be R6@150 BW 
single layer 

m3 12.00     

4.13 
Leachate collection tank with primary and secondary 

tanks as shown on drawing. Rate shall include all 
formwork, casting and placing of the tank 

Nos 1     

  Perimeter Wall         
4.14 Perimeter wall column m3 1.71     
4.15 Perimeter wall beam m3 2.23     

  Other         
4.16 Foundation for flood light pole m3 0.29     
4.17 Ground water well casting work LS 1     

            
5 Structural steel works         
  Collection Bay Area         

5.1 

Provide 75mm G.I pipe as structural columns for 
collection bay area. Rate shall include all fixings at both 
ends of the pipe for necessary connections as shown on 
drawing 

Nos 8.00     

5.2 
Provide truss as shown on the drawing. Rate shall 

include all cuttings, weldings, applying of protective 
coating for welded joints, and setting up the truss 

m 6.15     

  Perimeter Wall         
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5.3 

Perimeter fence using 50mm G.I pipe as shown on 
drawing. Rate shall include all cuttings, weldings, 
applying of protective coating for welded joints, and, 
setting up the fence. 

m 58.40     

  Other         

5.4 

Perimeter fence using 50mm G.I pipe as shown on 
drawing. Rate shall include all cuttings, weldings, 
applying of protective coating for welded joints, and, 
setting up the fence. 

m 58.40     

5.5 
Provide 75mm G.I pipe as flood light fixing poles. 

Rate shall include installation charges as shown on 
drawing.  

Nos 2     

            
6 Masonry works         
  Collection Bay Area walls of thickness 150mm         

6.1 3500mm high walls for Collection Bay Walls m3 22.21     

6.2 1500mm high walls for Collection Bay section 
separation m3 2.40     

  Perimeter walls of thickness 150mm         
6.3 1000mm high wall for perimeter wall m3 7.45     

  Other         

6.4 
2000mm high walls of thickness 150mm for Pump 

House (1700mm high wall above ground level with 
300mm below ground level) 

m3 1.76     

            
7 Plastering works         
  Collection Bay Area         

7.1 25mm plastering on 3500mm high walls for 
Collection Bay Outer Walls m2 350.45     

7.2 25mm plastering on 1500mm high walls for 
Collection Bay section separation m2 51.30     

  Perimeter Wall         
7.3 25mm plastering on 1000mm wall for perimeter wall  m2 126.46     

  Other         

7.4 
2000mm high walls of thickness 150mm for Pump 

House (1700mm high wall above ground level with 
300mm below ground level) 

m2 12.58     

            
8 Painting works         
  Collection Bay Area Walls         

8.1 Apply emulsion paint coating on 3500mm high walls 
for Collection Bay Outer Walls m2 350.45     

8.2 Apply emulsion paint coating on 1500mm high walls 
for Collection Bay section separation m2 51.30     

  Collection Bay Area Steel Members         
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8.3 Apply emulsion paint coating on G.I columns of 
collection bay LS 1     

8.4 Apply emulsion paint coating on the roof trusses LS 1     

8.5 Apply paint coating on the metal sliding door of the 
Hazardous waste storage room LS 1     

8.6 Apply paint coating on the two metal folding doors of 
the equipment room LS 2     

  Perimeter Wall         

8.7 Apply emulsion paint coating on 1000mm high wall 
for perimeter fence m2 126.46     

  Perimeter Wall Steel members         

8.7 Apply emulsion paint coating on G.I members of 
perimeter fence LS 1     

8.9 Apply emulsion paint coating on G.I members and 
MS Sheets of gates LS 1     

  Other         
8.10 Apply paint coating on flood light pole LS 2     

8.11 Apply emulsion paint coating on the removable 
timber covers of the leachate collection tanks LS 2     

8.12 

Apply emulsion paint coating on 2000mm high walls 
of thickness 150mm for Pump House (1700mm high 
wall above ground level with 300mm below ground 
level) 

m2 12.58     

            
9 Roofing works         
  Collection Bay Area         

9.1 
Lysaght roofing sheet for collection bay area. Rate 

shall include all necessary laps, fastening, fixtures and 
sealing of joints 

m2 131.28     

9.2 Roof flashing. Rate shall include fastening and sealing 
of joints m 35.95     

9.3 Timber beams - 150 x 75mm. Rate shall include for 
all fixing and joints. m 82.05     

9.4 Timber rafters - 100 x 50mm. Rate shall include for 
all fixing and joints m 30.39     

9.5 Timber battens - 50 x 38mm. Rate shall include for all 
fixing and joints. m 45.58     

  Other         

9.6 
Lysaght roofing sheet for Pump House. Rate shall 

include all necessary laps, fastening, fixtures and 
sealing of joints 

m2 4.00     

9.7 Pump House Timber rafters - 100 x 50mm. Rate shall 
include for all fixing and joints m 4.00     

9.8 Pump House Timber battens - 50 x 38mm. Rate shall 
include for all fixing and joints. m 6.67     
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10 Electrical works         
  Collection Bay Area         

10.1 

Provide 3 phase 13 A power sockets in equipment 
room. Rate shall include connection to circuit breaker 
using 4sqmm power supply cable and all necessary 
accessories 

Nos 4     

10.2 

Provide 100W ceiling mount energy saving light in 
equipment room, provide the switches near circuit 
breaker inside the equipment room. Rate shall include 
connection to circuit breaker 

Nos 1     

10.3 

Provide  100W ceiling mount energy saving light in 
hazardous waste storage room, provide the switches 
near circuit breaker inside the equipment room. Rate 
shall include connection to circuit breaker 

Nos 1     

10.4 

Provide and mount a Ceiling fan inside the 
Equipment Room as indicated. Rate shall include 
provision of switch near the circuit breaker inside the 
equipment room, connection to circuit breaker and all 
necessary accessories 

Nos 1     

10.5 

Supply and fix electric meter, 4 pole MCCB, Single 
Phase distribution board and 3 Phase distribution board 
as shown on drawing. Earth link and connection to 
earth rod with proper earth pit should be provided as 
well 

LS 1     

10.6 

Provide and mount a exhaust fan inside the 
Equipment Room and Hazardous Waste Storage Room. 
Rate shall include provision of switch near the circuit 
breaker inside the equipment room, connection to 
circuit breaker and all necessary accessories 

LS 2     

10.7 Provide weather proof switch for all lights LS 1     

10.8 
Provide 25 sqmm 4 core power supply cable from 

nearest distribution box to waste yard distribution 
board 

m 365     

  Other         

10.9 

Provide 13 A power socket for well water pump 
inside the Pump House, provide the switch for the 
pump near circuit breaker inside the equipment room. 
Rate shall include connection to circuit breaker. 

Nos 1     

10.10 

Provide 200 W flood light for illuminating the waste 
yard. Rate shall include connecting each light to a 
switch near circuit breaker inside the equipment 
roomand providing power to the switch 

Nos 2     
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10.11 Provide well water pump. Rate shall include its fixing 
inside the Pump House Nos 1     

            
11 Plumbing works         

11.1 
Provide connection from pump to ground water well. 

Rate shall include all necessary pipes, bends, fittings 
and foot valve and others as maybe required. 

LS 1     

11.2 
Provide outlet pipes as shown on drawing. Rate shall 

include connection to pump, bends, fittings and others 
as maybe necessary. 

LS 1     

11.3 Provide PVC taps at ends of outlet pipes. Nos 2     

11.4 Supply 25mm diameter flexible hose m 25.0     
            

12 Doors and windows         
  Metal Doors         

12.1 

Provide lockable metal sliding gates for entrance to 
hazardous waste storage room. Rate shall include all 
cuts, welds, applying protective coating to welded 
joints, painting the door and proper fixing of the door. 
Rate shall include fabrication and fixing of guide rails 
and wheels as well. 

Nos 1     

12.2 

Provide lockable metal folding gates for entrance to 
Equipment room. Rate shall include all cuts, welds, 
applying protective coating to welded joints, painting 
the door and proper fixing of the door. Rate shall 
include fabrication and fixing of guide rails and wheels 
as well. 

Nos 2     

12.3 

Provide lockable metal gates for entrance to waste 
yard as specified in the drawing. Rate shall include all 
cuts, welds, applying protective coating to welded 
joints, painting the frame and properly fixing the door 
to the fence. 

Nos 1     

  Timber Doors         

12.4 

Provide a lockable timber door of dimensions 
1000mm x 1000mm with double door frames and fixed 
timber louvers for the ground water pump room hut. 
Rates shall include all materials, hinges and fixings. 

Nos 1     

            
13 Other Works         
  Collection Bay Area         

13.1 
Provide a 5" vinyl roof gutter with 2" x 3" 

downspout. Rates shall include all materials and 
fastenings. 

LS 1     
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13.2 Provide 12" x 12" ceramic tiles for the top and the 
sides of the concrete slab for sorting area platform m2 9.80     

  Perimeter Wall         

13.3 50 x 50 PVC coated mesh. Rate shall include properly 
securing the mesh to G.I steel frame m2 122.64     

  Compost Slab         

13.4 Provide HDPE membrane below compost slab, 
Concrete screed and collection bay floor slab m2 357.61     

13.5 
Provide expansion joint in slab and fill the joint with 

polyethylene joint filler form and silicone as shown on 
drawing 

m 24.00     

13.6 
Provide two timber removable covers for the 

leachate collection tank of size 1000x2000mm. Rates 
shall include all materials, fastenings and handles. 

LS 2     

13.7 Connection of compost slab drain to primary tank of 
the leachate tank including ball valve LS 1     

    TOTAL   
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ތް ކރުމުށަް ހށުަހޅަާ އަގގުެ ޙުލސާާ މސައަްކަ :4ފމޯް   

CONSTRUCTION OF WASTE COLLECTION CENTRE – NOONU MAAFARU 

Bill of Quantities 
SUMMARY SHEET 

      

Bill No Item Amount 

1 Preliminaries  
2 Site Clearance  

3 Earth works   

4 Concrete works   

5 Masonry works   

6 Plastering works   

7 Structural steel works   

8 Painting works   

9 Electrical works   

10 Doors and windows   

11 Roofing works   

12 Plumbing works   

13 Others   

  Sub Total   

  GST 6%   

   
  GRAND TOTAL   
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ޖަދުވލަް 1 : ކނުްފުނި ރޖަިސްޓްރޭޝނަް އަދި ޖީ.އެސް.ޓީ ރޖެސިްޓްރޭޝނަް 

 ސެޓްފިކެޓް / ދިވހެި ރައޔްިތެއްކނަްއނަްގައިދޭ ކާޑްގެ ކޕޮީ
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 ޖަދުވލަް 2 : މަސައްކަތާއި ގުޅޭ ކުރހެނުްތައް
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 ޖަދުވލަް 3 : މަސައްކަތުގައި ބލަނަްޖެހޭ ޓެކންިކލަް ސޕްެސިފިކޭޝންްސް

Working Site 

 

The site should be kept clean during the construction work period and should be thoroughly cleaned 
once the works are completed. Works should be carried out on site in a safe manner to all the 
workers on site and the people living in the vicinity of site. Disturbance to the neighborhood should 
be kept to a minimum. Electricity and water supply to the site, during construction period, should be 
provided by the contractor 

     

Concrete 

Cement conforming to BS12 standards should be used for all concrete, masonry and 

plastering works. The cement intended for use should be fresh and should not have any 

traces of hardened cement in the bag. 

1. All concrete works should be done using one brand of cement 

2. Sand and aggregate used for concrete works should be well graded. 

3. Concrete should be mixed in the ratio 1:2:3 which are 1 part cement, 2 parts sand 

and 3 parts aggregate. 

4. All foundations should be cast on a lean concrete layer. The lean concrete should be 

placed on well compacted ground. 

5. Concrete should be mixed using a concrete mixer. Concrete should not be mixed by 

hand. When pouring concrete into the formwork, the mix should be compacted using 

a mechanical vibrator. 

6. Aggregate used for concrete works should not be larger than 20mm. 

7. Sand and aggregate used for concrete works should be clear from dust, mud and 

other debris. 

8. All reinforcement bars used for the concrete works should be free from rust and 

grease that could weaken the bonding between the reinforcement bar and the 

concrete. Care should be taken to use continuous bars rather than short segments 

joined by laps. 
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Masonry Works 

1. All masonry work should be done using Cement confirming to BS12 standards. 
2. Masonry blocks should be made from imported sand or local white sand sourced 

from a permitted sand borrow area. The sand should be free from organic matter and 

other debris. 
3. Masonry blocks should be made from mortar mixed at 1:5 ratio with 1 part cement 

to 5 part sand. 
4. Average size of sand particles should not exceed 5mm. 

 

Plastering Works 

1. All plastering work should be done using Cement confirming to BS12 standards. 
2. Plaster mix should be made from imported or local sand white sand sourced from a 

permitted borrow area. The sand should be free from organic matter and other 

debris. 
3. Plaster mix should be made by mixing Cement and Sand at a ratio of 1:3 with 1 

part Cement to 3 part Sand. 
4. Average size of sand particles should not exceed 5mm. 

 

Structural Steel work 

1. All steel pipes obtained for the work should be new pipes and free from rust. 
2. Thickness of pipes should not be less than 2.5mm 

 

Electrical works 

1. All materials used for electrical wiring should comply with MEA standards. 
 

Roofing works 

1. All materials used for roofing work should be newly purchased for the project. 
2. All screws or bolts used for roof fixing should be G.I or Zinc finish screws. 
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 ޖަދުވލަް 4 : މަސައްކަތް ކުރނަޖްހެޭ ސަރަހައްދު އނަްގައިދޭ ޗާޓެއް
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