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 (IUL)438-WS/438/2018/37 :ުަނަނބްރ   

 

 ބލީނަް ހށުހަޅެމުގުެ ދއަވުތަު 

 ނ.ކޑުފަރަގީއަި ވރާފޭެން ނގަާ ރއަކްކާރުާ ނޒިމާް ޤއާމިކުރުމުގުެ މޝަރްޢޫު 

ވެފއަވިާ ގއާމިުކުރމުށަް ވރާފޭެން ނގަާ ރއަކްކާރުނާެ ނިޒމާއެް  ސއަިޓު ސަރަހއަދްގުއަިގސަް ކާށި ނބިނ.ކުޑފަރަީ ރޯޒމްީޑު ސއަިޓއާި ތި .1
ލނަް ބީ ފރަާތތްކަަށް  ކށޮްދިނމުށަް ޝއަގުވުރެވިާއމައިްލަ ތަކތެގީއަި މމިސައަްކަތް  ،ވމީާ ބތަލިކްރުވެިފއަވެެ. ވަނީ އއެްބސަްވުން

 ހޅުވުލާމަެވެ.އަލނުް ހތަރަވުަނަ ފހަރަަށް ހުށަހޅެމުުގެ ދއަވުަތު 
 

 www.environment.gov.mv މި މަޝްރޫޢއުއާި ގޅުޭ ބލީަން ފޮތް މނިސިްޓްރީ އޮފް އނެވްަޔރަނަމްަންޓް އނެަރޖީގެ ވެބސްއަިޓް، .2
 ންނވަނާއެެވެ.ޑއަނުލްޯޑް ކރުއަްވަން ލބިވިަޑއަގިަ ހމޯަ ދވުަހުން ފށެގިެން  ވާ 2018ޖަނވަރަީ  29އިން 

 
މިނސިްޓްރީ އފޮް ގއަި  13:15ވާ ހމޯަ ދވުހަގުެ މނެދްުރު  2018ފެބްރއުަރީ  12މމިަޝްރއޫުގެ ޕްރީ ބިޑް ބއަދްލަވުނުް އޮންނާނީ  .3

ބލީނަް ހުށަހޅަާ  ޕްރބީިޑް ބއަދްލަވުމުގުއަި ބއަިވެރިވެ ވަޑއަިނުގނަންަވާ ފރަތާްތަކުން އަދި ގއަެވެ.އެންވަޔަރަނމްނަޓްް އެންޑް އެނަރޖީ 
  ބަލއަި ނގުނަެވނޭކެަން ދނަންަވމަވެެ.

 
މިނސިޓްރްީ އޮފް އެންވަޔރަނަމްަނޓްް ގއަި  13:15ވާ ހމޯަ ދވުހަގުެ މނެދްުރު  2018ފބެރްއުަރީ  19 ބިޑް ހޅުުވުން އޮންނާނީ .4

ޖަލސްާގއަި ބއަވިރެވިެވަޑއަނިންަވާ ބފޭޅުުނގްެ  މސައަްކތަށަް އަންދާސީހސިާބު ހުށަހޅައުވްާ ފރަތާްތކަުގެތެރއެނިް މި މި އި،ގައެންޑް އެނަރޖީ
ސިޓއީުރއައެްގއަި  ބަލއަނިގުަނެ އަނބރުާ ރއަްދު ކރުެވޭނއެވެެ. ބލީނަްތއަް ހނުްނަނވްނާީ ގަޑޖިެހމުށަފްަހު ހށުހަޅަާ ބީލަންތއަް. ހާޒިރުގއަވެެ

 ގެ ނނަް ބލީަން ހުށަހޅަފާަރތާު ވާ ތާރީޚއާި ވޤަުތު އަދި ހޅުވުަން ކަނޑއަެޅިފއަި ބަންދކުރުވެފިއަެވެ. ބރޭގުއަި ބީލމަށަް ދވެފިއަިވާ ނަން،
 .ލިޔވެފިއަި އޮންނނަވްާނއެެވެ

 

ވރާފޭެން ނގަާ ރއަކްކާުރނާެ ނިޒމާއެް  ސއަިޓު ސަރަހއަދްގުއަިތިނބިކާށި "ނ.ކުޑަފަރީ ރޯޒމްީޑު ސއަިޓއާި ހ. 
 މގުެ މސައަްކތަް" ގއާމިުކުރު

 އަދި ގުޅޭނެ ނނަްބރަު ށ. ބީލނަް ހުށަހޅަާ ފރަތާުގެ ނމައާި އެޑްރެސް 
 ބީލަން ހުށަހޅަާ ތާރީޚއާި ވގަތުު ނ. 

http://www.twitter.com/ENVgovMV
http://www.environment.gov.mv/
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 .އތިރުު މޢަލުމޫތާު ތރިގީއަވިާ އޑެރްހެނުް ލބިވިޑައަގިނަންވަނާއެވެެ  .5
 ،ޕރްކޮޔިމުނަޓްް ޔނުޓިް 

 މިނސިްޓްރީ އޮފް އނެވްަޔަރމަނަޓްް އެންޑް އެނަރޖީ،
 ، ދވިހެރިއާޖްެ.20392ހަނދވުަރީ ހނިގުން، މާފަންނު، މލާެ، 

 +960 3018301: ފކެސްް ، + 960 3018341ފޯނު: 
 procurement@environment.gov.mv އމީއެިލް:

 : www.environment.gov.mvވެބސްއަިޓް

 ނޓޯް: 

 މިނސިްޓްރީ އފޮް އެންވޔަރަަނމްނަްޓް އެންޑް އެނާރޖީ  މަޢުލމޫާތު ފރުިހމަަނޫން ބޑިުތއަް ބާތިލކުރުމުުގެ ފުރިހމަަ އިޚތްޔިރާު  .1
އެންވޔަރަަނމްނަޓްް އެންޑް އެނާރޖީއަށް  ބިޑު ކޮނމްެ ވގަތުއެްގއަިވސެް ބތާލިުކުރމުގުެ އިޚްތޔިރާު މިނސިްޓްރީ އޮފް ލިބިގނެވްއެެވެ. އދަި

 .ލިބިގނެވްއެެވެ
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RAIN WATER GOLLEGTION SYSTEM

NOONU KUDAFARI
Rozameed Site

June 2017
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WATER TANK ARRANGEMENT - PLAN
ffi



SUPPORTING PIPE ARRANGEMENT - PLAN



50mm0 G.l pipe

between frames

100x50 Timber
rafters @ 1000 c/c

ROOF FRAMING PLAN

ROZAMEED SITE



DOWN PIPES

PVC GUTTER

ROOF PLAN OVER WATER TANKS
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- 50mm@ G.l pipe frames

- All welds are smm fillet welds



50mm@ G.l pipe
between frames

1 00x50 Timber
rafters @ 1000 c/c
PVC Gutter

PVC Gutter

.-Flushing valve

50x38 Timber
battens @ 600c/c

Tar paint coating

1 omm x 75mm
studs welded to pipe

75mm concrete screed
(Provide R6@150 BW
single net)

50mmo G.l
pipe frame

_7smm@
Down pipe

200 Thick masonru
wall around base

300x300x700
Footing

SECTION
ROZAMEED SITE
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RAIN WATER COLLECTION SYSTEM

NOONU KUDAFARI
Thibikaashi Gus Site

December 2O17
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WATER TANK ARRANGEMENT - PIAN
THIBIKMSHI GUS SITE

New foundation for
tankg

75mm concreta 6s€sd
(Provide R6@150 BW
sjnglB nct)

tanks (5k L)

Roof supporting
pipes

-Jl5--

V

Roof supporting frame pip€s

Connecting pipes
(at top of lank)

Taps

-



4769



ROOF FRAMING PLAN
THIBIKAASHI GUS SITE

50mmo G.l pipe
between frames

1 00x50 Timber
rafiers @ 1000 c/c

50x38 Timber
battens @ 600c/c



DO\AN PIPES

12360

PVC GUTTER

ROOF PLAN OVER WATER TANKS

THIBIKAASHI GUS SITE
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- 50mm@ G.l pipe frames

- All welds are smm fillet welds



50mmo G.lpipe
between frames

50x38 Timber

@ 600c/c
1 00x50 Timber
rafters @ 1000dc
PVC Gutter

PVC Gutter

valve

75mm concaete screed
(Provide R6@150 BW
single net)

G.l
pipe trame

76mmq
Diln pipe

Thick masonry

Tar paint coating

lomm x 75mm

300x300x700

studs welded to pipe

Footing

THIBIKMSHI GUSISITE
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CONSTRUCTION OF RAIN WATER HARVESTING FACILITY. N. KUDAFARI
Bill of Quantities

Quantity

Site management cost including set up of
tempory services for contractor's services
as maybe ncessary

Clean up site upon completion of works

Allow for all site clean up work including
relocation of any existing material to waste

Excavation work for perimeter foundation
wall

of foundation pad with soil
of filled soil to cast slab

Excavation work for perimeter foundation
wall

Fillinq of foundation pad with soil
of filled soil to cast slab

Casting of 75mm concrere screed over
compacted sand. Rate shall include

Casting of 75mm concrere screed over
compacted sand. Rate shall include

Casting of concrete footings for shed
columns

1000mm high wall for perimeter foundation
wall

1000mm high wall for perimeter foundation
wall

25mm plastering on perimeter foundation
wall

&**
L--_**



25mm plastering on perimeter foundation
wall

Lysaght roofing sheet for collection bay
area. Rate shall include all necessary laps,
fastening, fixtures and sealing of joints

Timber rafters - 100 x 50mm. Rate shall

Timber battens - 50 x 38mm. Rate shall

Installation of qutter on both sides of roof

Lysaght roofing sheet for collection bay
area. Rate shall include all necessary laps,
fastening, fixtures and sealing of joints

Timber rafters - 100 x 50mm. Rate shall

Timber battens - 50 x 38mm. Rate shall
include for all fixinq and
Installation of gutter on both sides of roof

Fabricate and install roof supoprting
frames made from 50mm G.l pipes. Rate
shall include allcuts, welds and applying
oxide coatinq on the welds
Fixing 50mm G.l pipes betweek pipes at

of studs to base of

Fabricate and install roof supoprting
frames made from 50mm G.l pipes. Rate
shall include allcuts, welds and applying
oxide coatinq on the welds
Fixing 50mm G.l pipes betweek pipes at
roof level to provide overall

of studs to base of

Provide connection from gutter to collection
rank. Rate shall include all necessary
pipes, bends, fittings and valves and others

Provide 5000 L tank to site and install as

Provide connections to top of tank for filling
of tanks and provide connections to base
of tank for collection of tank from base



9.4
Construct and setup water tap bay
shown on drawing and provide all
connections from tank to tao bav

AS

LS 1

Thibikaashi Gus Sife

9.5

Provide connection from gutter to
rank. Rate shall include all necess
pipes, bends, fittings and valves al
as mavbe required

:ollectior
ary
rd others

LS 1

9.6
Provide 5000 L tank to site and ins

shown on drawino
itall as

No 10

9.7
Provide connections to top of tank
of tanks and provide connections 1

of tank for collection of tank from I

for filling
c base
ase

LS 1

9.8
Construct and setup water tap ba1

shown on drawing and provide all
connections from tank to tap bav

as
LS 1

10 )THERS

10.1
Applying paint coating on allsteel
members including tar paint for su

below oround level
faces LS 1

10.2
Provide cover blocks to hold reinfdrcement
in place 

i

LS 1
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